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UNPLANNED MAINT. <InternalOrderSettlem.>

BUS2007-000020040065-PRD

Order 20040065 Ord.type PM0O6

Sup. Order Act.type P03

Planning grp H76 M.Plan

Priority E Item Main WC IANDEOO9
STATUS REL PCNF ESTC NMAT PRC SETC

Description BAILEY C1l CHECK BC #2 SOLENOID
DUE DATE 02/17/2014

Func. Loc. HZ-TO-EGF-A718618-WEL0QQO1 Location
BAILEY UNIT C #1 Room
OCC/TRRC Number
Field Name
Meter ID Number
Eguipment 12313413 Cost Center A718618
SEPARATOR OIL VERTICAL BLOWCASE ABC ind. A
Begln Guarantee
Warranty End

Sort Field

Manufacturer :  EXTERRAN
Manuf. Serial no: NH12-2353
Model no :

Technical ID no:
Size/Dimension : 36"X8

Operation list
Op Sub Description Workcenter

BAILEY C1 CHECK BC #2 SOLENOID
02/17/2014 10:44:40 Cromwell Campbell ITL. (CROMWC) Phone 1 281-552-6760
Blowcase 2 gas out valye not responding to RTU commands. Possibly a bad solenoid.

0010 BAILEY=@l C€HECK BC 42 SCGLENOID IANDEQO9

BATLEY Cl1 CHECK:BC #2. 8OLENGCLD
Blowcase 2 ‘gas ouk valve 1ot Tesponding to RTU commands. Possibly a bad solenoid.
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